
Site Visit Report

Under the European Union (Drinking Water) Regulations 2023, the Environmental Protection Agency (EPA) is the 
supervisory authority in relation to Uisce Éireann and its role in the provision of public drinking water supplies. This 
audit was carried out to assess the performance of Uisce Éireann in providing clean and wholesome water to the 
public water supply named below.

The audit process is a sample of the performance of a water treatment plant and public water supply on a given date.

 

Report Detail

Issue Date 06/10/2025

Prepared By Regina Campbell

Site Visit Detail

Date Of Inspection 04/09/2025 Announced Yes

Time In 10:25 Time Out 11:10

EPA Inspector(s)

Additional Visitors

Regina Campbell

Company Personnel Uisce Éireann: Claire Hurley, John Sheahan, Damien McMahon.

Water Supply Zone

Name of Installation Banteer

Organisation Uisce Éireann

Scheme Code 0500PUB1401

County Cork

Site Visit Reference No. SV33017
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Introduction

Banteer public water supply (PWS) provides treated water to a population of 1,452 people and supplies 854 m3/day. 
Water is abstracted from Poulgorm Spring. Treatment consists of UV (primary disinfection), chlorination (secondary 
disinfection) and fluoridation. 

The audit was primarily carried out to check the chemical storage areas.

Supply Zones Areas Inspected

Chemical storage areas, the spring, UV, chlorine and fluoride dosing areas were inspected. 

Summary of Key Findings

1. All chemicals are stored inside the plant building. No evidence of spillages were observed in the chemical storage 
areas.

2. The Banteer Water Treatment Plant was producing satisfactory drinking water at the time of the audit.
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1. Treatment Process Chemicals

Answer

1.1 Are treatment process chemicals appropriately managed and stored? No

Comment

1. Two treatment chemicals are used at the water treatment plant: sodium hypochlorite 10-12% and 
fluorosilicic acid.

2. The sodium hypochlorite is delivered to the plant in 25 litre containers which are stored inside in the 
chlorine dosing room on bunded trays. The chlorine day tank is also bunded. 

3. The fluorosilicic acid bulk tank is stored in a bund inside in the building. The fill-point is only partially 
contained within the bund. There is no high level alarm fitted to the tank. The fluoride day tank is bunded.

4. No spillages were observed. 

5. Staff have undergone training in relation to delivery and transfer of chemicals and how to escalate any 
incident that may occur. 
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Recommendations

Subject Banteer Audit Recommendations Due Date 06/11/2025

Action Text
Uisce Éireann is responsible for ensuring a clean and wholesome supply of drinking water 
and should implement the following recommendation without delay. 

1. a) Ensure the fill-point of the fluorosilicic acid bulk storage tank is fully contained within 
the bund and b) Install an appropriate level sensor alarm in the bulk storage tank.

 

 

 

Actions required by Uisce Éireann

During the audit, Uisce Éireann representatives were advised of the audit findings and that action 
must be taken by Uisce Éireann to address the issues raised.

Uisce Éireann should submit a report to the EPA on or before 06/11/25 detailing the actions 
taken and planned, with timescales, to close out the above recommendations.

The EPA advises that the findings and recommendations from this audit report should, where 
relevant, be addressed at other public water supplies.
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